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[1] PLACE NEW N36 TRAFFIC RATED PULL BOX. PROVIDE PULL BOX LID
INSCRIBED WITH TELEPHONE'.
PLACE 4" SCHEDULE 40 PVC CONDUIT WITH TRUE TAPE AND EXTEND INTO
TELEPHONE BACKBOARD IN CREAMERY BASEMENT. SEE SHEET E-3.01 FOR PN siNcE 1864
BACKBOARD DETAILS. GONTRACTOR SHALL COORDINATE WITH SBC AND ~
PROVIDE 4 WORKING DAYS NOTICE FOR TRENCH INSPECTION. SBC r EP
CONTACT: ROSE THOMPSON, PHONE: 1-650-872-6040.
PLACE TWO 4" CONDUITS WITH 25 PAIR OUTSIDE PLANT TELEPHONE CABLE ACQUISITION &
AND 1#10 THWN IN EACH CONDUIT. DEVELOPMENT DIVISION
One Capitol Mall
= [4] PLACE 4" CONDUIT WITH 25 PAIR OUTSIDE PLANT TELEPHONE CABLE AND Sacramento, CA
Wn 1#10 THWN. 95814-3229
=z — —
i
We PLACE NEW N30 TRAFFIC RATED PULL BOX. PROVIDE PULL BOX LID i N
o INSCRIBED WITH TELEPHONE'. / \
[a]
/ \
[6] PLACE 2" CONDUIT WITH 25 PAIR OUTSIDE PLANT TELEPHONE CABLE AND | _
1#10 THWN. \ \
EXISTING TELEPHONE TERMINATION BOX. EXTEND NEW CONDUIT AND \ /
CABLE INTO THE EXISTING TERMINATION BOX. N ;
N Ve
[8] PLACE NEW 25 PAIR TELEPHONE TERMINATION BOX ON THE OUTSIDE OF —
THIS BUILDING. CONTRACTOR SHALL INTERCEPT THE EXISTING TELEPHONE ||, "~ = " " "
LINES AND EXTEND THEM INTO THE NEW TERMINATION BOX. aove any omigion of doviaton rom
applicable regulations. Final approval is
[8] PLACE NEW TELEPHONE TERMINATION BOX ON OUTSIDE OF THIS BUILDING. | | suttect tofid nspocton. one setof
approved plans shall be available on the
project site at all times.
[10] PLACE 2" CONDUIT WITH THREE 4 PAIR OUTSIDE PLANT GABLE AND EXTEND | | coviewsciby bate
INTO NEW TERMINATION BOX.
DPR ACCESS COMPLIANCE REVIEW
ACCESSIBILITY SECTION
[ EXISTING TELEPHONE CONDUIT AND CABLES. CONTRACTOR SHALL CERTIFICATION #
DISCONNEGT ALL EXISTING LINES EXCEPT ONE LINE TO BE USED BY THE
RESIDENTIAL BUILDING FOR TELEPHONE. ALL DISCONNECTED CABLES Reviewsd by Date
w1>_l_l —“Nm§>_z “O—“N “Cl_lc_“Nm cwm ACCESSIBILITY COMPLIANCE AND STATE FIRE
MARSHAL SIGNED ORIGINALS ARE ON FILE AT
REMOVE ALL EXISTING TELEPHONE LINES EXCEPT ONE TO BE USED BY THE | | domnitan semvior conen - REOReATON
RESIDENTIAL BUILDING.
DESIGNED: REH
REMOVE ALL EXISTING TELEPHONE CABLES. DRAWN: REH
EXISTING UTILITY POLE. CONTRACTOR SHALL COORDINATE WITH SBCFOR | [ETEZKED: BAKER
POLE QUADRANT TO BE USED. DATE:
PLACE 4" SCHEDULE 40 PVC CONDUIT AND RISER. RISE UP POLE AND PLACE REVISIONS
TRUE TAPE IN CONDUIT AND RISER PER SBC'S REQUIREMENTS. DATE
[16] COIL 5 OF TELEPHONE CABLE IN THIS TELEPHONE BOX.
i3]
HINGED DOOR WITH RECESSED
5 SIDED LUG. PROVIDE TWO EXTRA
WRENCHES.
s\| NEMA 3R RATED ENCLOSURE >
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| ~ PAINT EXTERIOR WITH TWO COATS OF N Ll _M
PAINT TO MATCH EXITING BUILDING o )
COLOR. s s S
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30" =z o
3/4" PLYWOOD BACKBOARD < L <
PAINT INTERIOR PLYWOOD WITH — =
B TWO COATS FOR PRIMER AND TWO L
COATS OF SEMI-GLOSS WHITE —
PAINT.
NOTE: TELEPHONE CABINET TO BE A BENNER-NAWMAN, INC.
MODEL No. 30368W-UL OR APPROVED EQUAL.
NO SCALE
NOTES: DRAWING NO.
- 29539.066
1. THIS PLAN IS ACCURATE FOR TELEPHONE WORK ONLY.
SHEET NO.
TELEPHONE SITE PLAN 2. ALL ELECTRICAL AND TELEPHONE CONDUITS SHALL BE PLACED IN A
SCALE: 1"-20' (22x34) COMMON TRENCH WHENEVER POSSIBLE. m|® . O \_
1"=40" (11x17 OF
(H1x17) 3. SEE SHEET E-5.01 FOR LEGEND. 80




